
DRAWING NO:

CLIENT:

REV:

FLOOR:

DRAWN:

SCALE @ 1:1, A1:

DRAWING TITLE:

PROJECT NO:

DATE:

BUILDING:

REVISIONS

8 : White St : Kibworth Beauchamp :
Leicestershire : LE8 0JG

E : theoffice@cinnabar-cad.co.uk
W : www.cinnabar-cad.co.uk

T : 0116 2796605  M : 07808 732119

CHECKED:

A CLIENT
CLIENT LOCATION

A BUILDING
AN ADDRESS
AN ADDRESS
A COUNTY
AB1 2CD

N/A

AN EXAMPLE MTHW HEATING
SCHEMATIC LAYOUT

NTS

G.R.W.

-

AutoCAD SHX Text
50

AutoCAD SHX Text
50

AutoCAD SHX Text
50

AutoCAD SHX Text
50

AutoCAD SHX Text
65

AutoCAD SHX Text
32

AutoCAD SHX Text
32

AutoCAD SHX Text
65

AutoCAD SHX Text
200

AutoCAD SHX Text
200

AutoCAD SHX Text
FROM BUILDING 100

AutoCAD SHX Text
FOR CONTINUATION SEE

AutoCAD SHX Text
PLANTROOM 102/80

AutoCAD SHX Text
50

AutoCAD SHX Text
CALORIFIER

AutoCAD SHX Text
NON-STORAGE

AutoCAD SHX Text
HWS CALORIFIER

AutoCAD SHX Text
25

AutoCAD SHX Text
32

AutoCAD SHX Text
32

AutoCAD SHX Text
FOR CONTINUATION SEE

AutoCAD SHX Text
TO BUILDING 103

AutoCAD SHX Text
DWG No. JH/100/M/3078

AutoCAD SHX Text
AHU 1

AutoCAD SHX Text
HEATER

AutoCAD SHX Text
COIL

AutoCAD SHX Text
65

AutoCAD SHX Text
65

AutoCAD SHX Text
32

AutoCAD SHX Text
32

AutoCAD SHX Text
32

AutoCAD SHX Text
PLANTROOM 102/88

AutoCAD SHX Text
AHU 2

AutoCAD SHX Text
COIL

AutoCAD SHX Text
HEATER

AutoCAD SHX Text
FROST

AutoCAD SHX Text
AHU 2

AutoCAD SHX Text
COIL

AutoCAD SHX Text
P

AutoCAD SHX Text
T

AutoCAD SHX Text
32

AutoCAD SHX Text
25

AutoCAD SHX Text
50

AutoCAD SHX Text
40

AutoCAD SHX Text
40

AutoCAD SHX Text
25

AutoCAD SHX Text
T

AutoCAD SHX Text
P

AutoCAD SHX Text
50

AutoCAD SHX Text
32

AutoCAD SHX Text
32

AutoCAD SHX Text
CALORIFIER PV1

AutoCAD SHX Text
BATTERY

AutoCAD SHX Text
HEATER

AutoCAD SHX Text
2

AutoCAD SHX Text
(LAB 24)

AutoCAD SHX Text
32

AutoCAD SHX Text
32

AutoCAD SHX Text
PLANTROOM 102/157

AutoCAD SHX Text
%%uBUILDING 102

AutoCAD SHX Text
150

AutoCAD SHX Text
150

AutoCAD SHX Text
LAB 5

AutoCAD SHX Text
50

AutoCAD SHX Text
125

AutoCAD SHX Text
50

AutoCAD SHX Text
65

AutoCAD SHX Text
LAB 7

AutoCAD SHX Text
65

AutoCAD SHX Text
100

AutoCAD SHX Text
PLANTROOM 102/8

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
HWS CALORIFIER

AutoCAD SHX Text
32

AutoCAD SHX Text
32

AutoCAD SHX Text
COMPENSATED HEATING

AutoCAD SHX Text
FOR CONSTANT &

AutoCAD SHX Text
INJECTION CIRCUIT

AutoCAD SHX Text
80

AutoCAD SHX Text
80

AutoCAD SHX Text
80

AutoCAD SHX Text
80

AutoCAD SHX Text
80

AutoCAD SHX Text
PRE-HEAT

AutoCAD SHX Text
40

AutoCAD SHX Text
40

AutoCAD SHX Text
65

AutoCAD SHX Text
65

AutoCAD SHX Text
65

AutoCAD SHX Text
65

AutoCAD SHX Text
65

AutoCAD SHX Text
LAB 61-68

AutoCAD SHX Text
LAB 9-12

AutoCAD SHX Text
80

AutoCAD SHX Text
HEAT TRANSFER

AutoCAD SHX Text
NON STORAGE CALORIFIER

AutoCAD SHX Text
50

AutoCAD SHX Text
50

AutoCAD SHX Text
65

AutoCAD SHX Text
100

AutoCAD SHX Text
125

AutoCAD SHX Text
DWG No. JH/100/M/3076

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
HWS

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
0.9

AutoCAD SHX Text
1.91

AutoCAD SHX Text
0.28

AutoCAD SHX Text
3.09

AutoCAD SHX Text
18.267

AutoCAD SHX Text
8.812

AutoCAD SHX Text
5.76

AutoCAD SHX Text
0.67

AutoCAD SHX Text
0.72

AutoCAD SHX Text
0.4

AutoCAD SHX Text
2.0

AutoCAD SHX Text
0.79

AutoCAD SHX Text
0.5

AutoCAD SHX Text
0.24

AutoCAD SHX Text
0.8

AutoCAD SHX Text
0.38

AutoCAD SHX Text
0.517

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
40

AutoCAD SHX Text
0.517

AutoCAD SHX Text
0.517

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
0.517

AutoCAD SHX Text
0.517

AutoCAD SHX Text
0.517

AutoCAD SHX Text
40

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
25

AutoCAD SHX Text
PRE-HEAT

AutoCAD SHX Text
3.102

AutoCAD SHX Text
1.42

AutoCAD SHX Text
0.55

AutoCAD SHX Text
0.4

AutoCAD SHX Text
35.637

AutoCAD SHX Text
STORAGE CALORIFIER

AutoCAD SHX Text
400

AutoCAD SHX Text
LITRE

AutoCAD SHX Text
PLANTROOM 102/98

AutoCAD SHX Text
FROST

AutoCAD SHX Text
RE-HEAT

AutoCAD SHX Text
1.60 l/s

AutoCAD SHX Text
50%%C

AutoCAD SHX Text
40%%C

AutoCAD SHX Text
1.00 l/s

AutoCAD SHX Text
AHU 5

AutoCAD SHX Text
65%%C

AutoCAD SHX Text
2.60 l/s

AutoCAD SHX Text
+

AutoCAD SHX Text
+

AutoCAD SHX Text
TP

AutoCAD SHX Text
 BY-PASS)

AutoCAD SHX Text
N/C

AutoCAD SHX Text
10 PIPE

AutoCAD SHX Text
CS

AutoCAD SHX Text
5 PIPE

AutoCAD SHX Text
DIA

AutoCAD SHX Text
DIA

AutoCAD SHX Text
TYPICAL COIL CONNECTION

AutoCAD SHX Text
DETAIL FOR PLANTROOM 102/98

AutoCAD SHX Text
TP

AutoCAD SHX Text
M

AutoCAD SHX Text
BMS

AutoCAD SHX Text
DC

AutoCAD SHX Text
TP

AutoCAD SHX Text
TP

AutoCAD SHX Text
(FLUSHING

AutoCAD SHX Text
TP

AutoCAD SHX Text
TP

AutoCAD SHX Text
RV

AutoCAD SHX Text
AV

AutoCAD SHX Text
TP


	Sheets and Views
	A1-EXAMPLE MTHW SCHEMATIC


